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A Life Safety Code Recertification and State
Licensure Survey was conducted by the Indiana
State Department of Health in accordance with 42
CFR 483.70(a).

Survey Date: 02/28/11

Facility Number: 000051
Provider Number: 155121
AIM Number: 100275490

Surveyor: Bridget Brown, Life Safety Code
Specialist

At this Life Safety Code survey, Rosewalk Village
at Lafayette was found not in compliance with
Requirements for Participation in
Medicare/Medicaid, 42 CFR Subpart 483.70(a),
Life Safety from Fire and the 2000 edition of the
National Fire Protection Association (NFPA) 101,
Life Safety Code (LSC), Chapter 19, Existing
Health Care Occupancies and 410 IAC 16.2.

This facility was consisted of the original two story
building with a one story section on the front and
a one story Physical Therapy wing added to the
first floor D wing and was fully sprinklered. The
construction was determined to be of Type IlI
(211) and completed prior to March 1, 2003. The
facility has a fire alarm system with system wide
smoke detection in the corridors and spaces open
to the corridors. Battery powered smoke
detectors protect each resident room. The facility
has the capacity for 155 residents and had a
census of 130 at the time of this survey.

Quality Review by Robert Booher, REHS, Life
Safety Code Specialist-Medical Surveyor on
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Medical gas storage and administration areas are
protected in accordance with NFPA 99,
Standards for Health Care Facilities.

(a) Oxygen storage locations of greater than
3,000 cu.ft. are enclosed by a one-hour
separation.

(b) Locations for supply systems of greater than
3,000 cu.ft. are vented to the outside. NFPA 99
4.3.1.1.2, 19.3.24

This STANDARD is not met as evidenced by:
Based on observation and interview, the facility
failed to ensure 1 of 1 cylinders of nonflammable
gases in resident rooms was properly stored,
chained or supported in a cylinder stand or cart.
NFPA 99, Health Care Facilities, 8-3.1.11.2(h)
requires cylinder or container restraints shall meet
NFPA 99, 4-3.5.2.1(b)27 which requires
freestanding cylinders be properly chained or
supported in a proper cylinder stand or cart. This
deficient practice could affect visitors, staff and 13
residents on the second floor north hall.

Findings include:

Based on observation with the maintenance
director on 02/28/11 at 4:30 p.m., one oxygen
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The facility was found not in compliance with the
aforementioned requirements as evidenced by:
K 076 | NFPA 101 LIFE SAFETY CODE STANDARD K076
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Generators are inspected weekly and exercised
under load for 30 minutes per month in
accordance with NFPA 99. 3.4.4.1.

This STANDARD is not met as evidenced by:
Based on observation and interview, the facility
failed to ensure 1 of 1 emergency generators was
equipped with a remote manual stop. LSC
7.9.2.3 requires emergency generators providing
power to emergency lighting systems shall be
installed, tested and maintained in accordance
with NFPA 110, Standard for Emergency and
Standby Power Systems. NFPA 110, 1999
edition, 3-5.5.6 requires Level |l installations shall
have a remote manual stop station of a type
similar to a break-glass station located elsewhere
on the premises where the prime mover is
located outside the building. NFPA 37, Standard
for the Installation and Use of Stationary
Combustion Engines and Gas Turbines, 1998
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e-cylinder was stored without support in the
oxygen supply storage room with six liquid
oxygen containers. The maintenance director
said at the time of observation, the cylinder
should not have been left in this manner and an
outside agency was responsible for leaving it
there.
3.1-19(b)
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Edition, at 8-2.2(c) requires engines of 100
horsepower or more have provision for shutting
down the engine at the engine and from a remote
location. This deficient practice could affect all
occupants.

Findings include:

Based on review of the generator maintenance
records on 02/28/11 at 1:30 p.m. with the
maintenance director, there was no
documentation available indicating the
horsepower of the generator. The maintenance
director said at the time of record review, he was
not sure of the generator engine's horsepower
rating. Based on observation of generator
equipment on 02/28/11 at 3:10 p.m. with the
maintenance director, no evidence of a remote
shut off device was found. No marking was found
on the the generator to identify it's horsepower
rating.

3.1-19(b)
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